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GENERAL CONSTRUCTION NOTE
WATER METER AND FIRE HYDRANT LOCATIONS 3
TO BE DETERMINED IN FIELD BY CITY OF WEST
LINN PRIOR TO CONSTRUCTION.
STOP 10 TO 15 FEET FROM CONNECTION FOR ,/@ .
TESTING. ABANDON EXISTING 1” CU MAIN IN
CONTRACTOR TO EXCAVATE FROM BACKSIDE OF N 1 PLACE, CUT OFF & PLUGGED @
OLD METER (PRIVATE PLUMBING) TO NEW METER N CORP
LOCATION. 8" GATE VALVE
CITY TO COMPLETE PLUMBING FROM BACK OF
NEW METER TO PRIVATE PLUMBING AT OLD @ ler o
METER LOCATION.
CONTRACTOR TO BACKFILL AND RESTORE
0 40 80

LANDSCAPE AT NEW AND OLD METER LOCATIONS.
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CITY OF WEST LINN
22500 SALAMO ROAD
WEST LINN, OREGON 97068
WWW.WESTLINNOREGON.GOV
PHONE: (503) 722-5500
FAX: (503) 656-4106

CONTRACTOR

NAME:
ADDRESS:

PHONE:
FAX:

CONSTRUCTION NOTES

NO DESCRIPTION UNIT|QTY
e 8 INCH DIP, FITTINGS* & COUPLINGS W/ i | 160
RESTRAINED JOINTS AND CLASS B BACKFILL
38 6 INCH TAPPING SLEEVE AND 6 INCH VALVE Al 1
ASSEMBLY, WL-411
6"X8" REDUCER FLGXFLG* EA| 1
@ FIRE HYDRANT ASSEMBLY, WL-401 EA| 1
1 INCH WATER SERVICE CONNECTIONS, Al 4
WL-402
ABANDON EXISTING SERVICE CONNECTIONS Al 4
AT MAIN
@ 8" MECHANICAL JOINT PLUG EA| 1
ROCK EXCAVATION Ccy [~10

*"FITTINGS" CONVERTED TO EQUIVELENT PIPE
LENGTH PER ODOT SPECIFICATION 1140.80 (a).
INCLUDED IN TOTAL PIPE LENGTH

CITY OF WEST LINN
Randall St - Water Line Extension

Atkinson St from Buck Street
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