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Special Notes:

l. More waterline appurtenance details on Sheet 6 of plans.

2. If the contractor wishes to use of different temporary
waterline ‘connection than the one shown in the detail, approval
by the design engineer will be required »-ior to cornection.

Water Supply
|. Water mains shall be ductile iron pipe conforming to AWWA CI15I
Class 52. Pipe is to have cement mortar lining and bituminous
seal coat conforming to AWWA Cl04. Joimts to be push-on joint.
Pipe fittings are to be of the same material and class as pipe
and of domestic origin.

2. Water mains to have a minimum cover of 36".

3. Thrust blocks are to be provided at all changes imn direction
and branches. Thrust blocking concrete strength is to be 2000
psi. ~See details for thrust blocking sizing. Pour thrust blocks
against undisturbed earth.

4. GCate valves shall be a doudble disc type conforming to AWWA
€500. Butterfly valves shall be Class 150 B short body type in
conformance with AWWA C504. Valve boxes shall be Rich Model 925
or equal.

S. Check with the City of West Linn as to allowable makes of fire
hydrants. Pumper outiet to face the direction of access. Fire
hydrants are to be installed per the requirements of City of West
Linn's Fire Department.

6. Granular backfill is to compacted to 951 maximum dry density
per AASHTO T 99 test method and mative material shall be
compacted to 85X of in place dry density of surrounding soil.
Backfill under streets shall be accordance with Class 'B'
backfill as indicated on the detail sheet of the plans.

7. Service laterals IX" or smaller shall be type K. Lateral
sizes shall be 15" for lines that will serve two lots and I" for
single lot lines. Split 14" lines into two I" line. behind curb
line. Corporation stops shall be Ford or approved equal. Curb
stop shall be 1" Ford meter stop. Meter boxes shall be equal to
Brooks #4. Meter boxes are to be installed 3/4" above finish
grade.

8. All waterlines will be pressure tested and purification tested
before connection to the city water system.

9. Chlorination is to be done in accordance to specification
300.0403(F) (pages 77 thru 83) of the City of West Linn's
Street/Utility Design and Constraction Standards. Standard
includes flushing the waterlines prior to chlorination,
acceptable methods of chlorination (adding chlorine tablets at
joints ends in not an acceptable method), retention period, and
final flushing requirements.

10. See detail of how new pipe is to be filled. Do not connect
new pipe to existing prior to testing.

1. All materials, installation, tests and chorination to be in
strict accordance with the standards and codes of the City of
West _ Linn and the Oregon State Health Division Admininstrative
Rules, Chapter 333.

Utilities:

1. If not noted on the plans utility information and crossing
locations will have to be obtained from the utilities.

2. Utility contacts are as follows: PGE - Milo Starr, 464-7753;
TCI Cable - Linda Petersnn, 243-7497, U.S. West Communications -
Jackie Lollar 242-8496
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- LINN Sanitary Sewer Notes: ADTEL Co a7 IS
LANE. ). Pipe shall be PVC sewer pipe conforming to ASTM D-3034-SDR 35. 3-'37& cuse ' 9///4
Minimum stiffness shall be &6 psi and joint type shall be ok S =
t elastomeric gasket conforming to ASTM D-3212. t
W 2. Manhole base shall be poured in place concrete base with a 3/
minimum compressive strengh of 2500 psi. Manhole risers and tops AS-Buer PS
N -2 shall be precast sections with a minimum compressive strengh of 4/
. N 1 4000 psi. Tops shall be eccentric cones except where insufficent
SCALE' ' - 50 headroom requires flat tops. Inverts shall be constructed so as
to provide smooth flow-through characteristics. PVC pipe shall
. be connected to manhole by means of an elastomeric gasket, an '
“ ® . s approved waterstop or flexible sleeve. Cement grout for
+ 74’ 2 N Qo- I I LINE U K Q.. connecting PVC sewer pipe to manhole will not be permitted.
| 3. Cleanout pipe, fittings and joints shall be the same -
r . -P&Zj\ V—‘ - T specifications as for pipe. Castings as shown on detail and .
MM KN T - - - T T — — Y —— shall conform to ASTM A48 (Grade 30). C )
Ling ' ‘ | MM k-& T N R \’y ~c.o. L) T - - - = SANI/TRARY SEWEER e TERALS 4. Granular backfill is to compacted to 95% maximum dry density 2
l ' LRy 70 ¢oTS 7/, 7 1, 12 § 1 SHaL - per AASHTO T 99 test method and native material shall be
. L7.S | 45 46 BE LAID Ar ADIAJAR AR SRADE compacted to 85X of in place dry density of surrounding soil. N
| | s grss ,g - { 44 2 %) 5. PVC service laterals shall be 4" pipe conforming to the same
Z/ 757 F Lo 42 P> 0 i & - ¢ specifications as the sewer mains. Service laterals shall be t
Sta 2+/0 | O go’ P A Sra 2748 installed to @& point beyond the line of the sewer or utility
- ) ™
L= 0! 4' l | Disr mut £3° - . L /o’, Sra Bre8 easement as shown on the plan. The service lateral shall be l
O8s’ L. - . _ < P ST /93 D 62 . L f0° plugged with a 4" rubber ring plug and the location of the
Qoar s 3’ = ’ 5 L D/srm.# 2487 \} D sof lateral's end marked with a 2x4" stake. 2
e ) T Owsr ms 162° 6. Sanitary sewers pipe and appurtenances shall be tested for
leakage in accordance with Uni~-Bell method Uni-B-6-85. Leakage m
3 tests will include required air test and water exfiltration test N 2
¥ of all manholes with the allowable loss being 0.2 gph/(ft. of
height). In addition PVC pipe shall be tested for deflection. Q
- . Deflection shall be tested with a mandrel equal to 957 of the Lf) Q
574 3.9 40 \ pipe size being tested. ‘ }\
Lear 7. All materials, installation, tests and inspections to be made : \l
O 43’ : in strict accordance with City of West Linn's Street/Utility : t LLJ
g ’”‘3’7—‘" 48 Construction Standard. ' Q >
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INTERSECTION CURB RADIUS CHART Storm Drains: . . . . Streets: : ’ REVISIONS BY
) ) I. Ten thru eighteen inch storm drain pipe shall be Class 3 I. New street sections are to be cleared of all surface
Location/Begin St./End St. . CR Elev 1/3 Elev 2/3 Elev PRC non-reinforced concrete pipe conforming ASTM Cl4, unless vegetation, and other miscellanous structures or materials. Grub Rev/Se ST OF
: N corner/Rosepark/Lupine 578.10 578.10 577.55 577.15 otherwise specifically noted on the plan or profile. Pipe 21" or improvement areas to remove all buried vegatative matter and osfcj'.’;f’“"w 9/z,§
- High -- 9.5 from Rosepark CR - Elev. 578.22 larger shall be concrete pipe conforming to ASTM C-76; an debris to a depth of 8" below subgrade. Properly dispose of all o -20kr REVSTAS | pm
§ corner/Rosepark/Lupine 581.70 580.28 579.54 579.30 acceptable alternate is Spiral Rib Aluminum pipe (aluminum is to waste material. a1
C?flfom to ASTM B209 alloy, alclad 3004-H34) wall thickness 2. Immediately following fine grading operations proof roll
:;“1“'“‘: is to 2312-075 ;“°h9:° AST:hgrsb fé‘lluu’ediv ““‘:Ogged subgrade areas to achieve 951 of maximum density for a 6" depth
oncrete pilpe sha conform to =70, ass . ubber per AASHTO T 99 test method. Embankments or fills are to be
SCALE: ‘n - 501 Joints for concrete Pl,e 18 required c'mly' where specifically constructed im 6" maximum lifts, with each lift being compacted
noted on the plans. Six inch storm drain pipe shal! conform to to 951 wmaximum dry density prior to proceeding with the next
s ASTM D-3034 PVC pipe. . lift. Areas to receive fill are to be inspected by City of West
LINE B 2. Gutter Inlets shall be poured in place concrete with a minimum Linn personnel and/or Engineer prior to placement of the fill
(PRVaTE grvcapr compressive strengh of 3000 psi. Frame shall be fabricated of "w_pn .
15 W~ R ol structural steel, ASTM A-7. A36. A-273 - 3. Aggregate base rock shall be 1"-0" crushed rock as per Oregon
3.‘ﬁ—anhole base l.nust be po;red ix; place.concrete. Manhole risers i;;t:ct:;gh::yGRL:;ti):u:p;ti:;::c:(t,x;g;.ofAEg:":z::ed:as:e::itto :f, ' IR -
, ; ; g ; P i . . y y p = .
_ _/gé R= 200 _ and tops shall be precast sections with a4 minimum compressive AASHTO T 99 test. City of West Linn requires a proof roll with a
[Ca=3%°z2’24 T T 1T T TGO S s OO ———— - . f"eff‘?‘ of 40:0 g“- Tops ?h"uftl’e eccentric cones except where loaded 10 yard dump truck of the subgrade prior placement of the L)
4" Deawv . 1nsu 1C:“t_ ea 1':01;' requires d at tops. Some or all of the rock and again after placement of the base rock and prior to 2
'? e ;;::ior ;:;:ns:::son::edr::u:;: plzzilar:eui;\i’::;:zedCh:::ho\t::l’l pa;ing. All underground utilities includin% laterals, services
: . and power or as conduits will be 1in ace before subgrade l‘l
:anhol; manufacturer for actual size needed for type of pipe to proofroll will tgke place. P —ete
e used. : )
. . . ) 4. Asphalt concrete is to be Class 'C' A.C. as per Oregon State
P\ 78" 4. Granular backfill is to compacted to ?SZ maximum dry density Highway Division specifications. Pave only during dry weather | LS
1 12* cone per AASHTO T 99 Fest method and _natxve natengl Bh?ll be and when the temperature is 40° or warmer. i '\
~ . - o= /9! com;scted to 85% of in place dry density of surrounding soil. . 5. Construct curb-and gutter using Class 'A' 3300 psi concrete '
S:0.0789 5. Riprap where noted on the plans is to be Class 50 in with maximum 1%" aggregate size. Contraction joints at |5’ ! 2
& TG accordance w%th Orc.agon Stat? Highway Divis%on spec.:ification 714. maximum on centers. Three inch weepholes are to be installed on l LLJ
\“ﬁ 6. All materials, installation, tests and inspections to be made all lots uphill or even with the street. Generally weepholes i
. . in  strict accordance with City of West Linn standard shall be located at the center and lowest edge of curb for each
<. ” T-C specifications. lot
G':‘ (] 4 3 . . . hd ’
g TP 7;1 Stm"m draml?xpe l.l?tlmfacture;slay be 1"et‘1u1ted‘;o provide proof 6. All materials, installation, tests and inspections to be in : Q
/ - that pipe supplied wi have a year minimum life. strict accordance with the City of West Linn standards and ! U’ Q
. NS e cowe T S specifications. » }\ '
: (Ltraa 7. A street construction encroachment permit or similiar permit |
“ o . /M _ e *O.06sp may be required from the City of West Linn. Construction permit t uJ
&~ - & \ \ fC:’ e . 7 5.2' fees or other similiar fees or bonding required of the contractor ' U >
™~ . < ~ __g;,_.__——/ N Y . I[i—ég' .- ‘ will be the contractor's responsibility to obtain.
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